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Before You Begin

  Check your packing slip to verify 
that you have all the necessary 
items.   

  Make sure you have a #2 Phillips 
screwdriver.

  You can mount the chassis in ei-
ther a 2-post telco rack or a 4-post 
server rack.

  If your rack requires its own 
screws and/or nuts, then use those 
instead.

The SD-WAN gateway fi ts into 1 RU of rack space.

The gateway ships with the following: 

• One (1) metal brackets and two (2) black screws to attach 
them to the gateway

• Two (2) M5 x 5/8” screws and two (2) cage nuts for mounting 
the gateway in a rack

To mount the gateway into the telco or server rack:

1. Align the two stands and screw holes in the gateway with the 
holes in the bracket.  

2. Secure the bracket to the gateway with two black screws. 

3. Install the power plug and clamp the cable in place. 

4. Attach the cage nuts to the left side of the front rack post.


